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Project No. 2016_430
City Of Surprise TechCelerator

ADDENDUM NO. 2

DATE: 10.17.2017

GENERAL: The following changes, additions or deletions for the above project shall be made to the Contract Documents; all other
Conditions shall remain the same. Note: the additions, deletions or changes listed in this Addendum may affect more than the specific
instance(s) mentioned. Coordination may be necessary to fully revise cases of duplicate information. The Addendum supersedes
current conditions shown. Acknowledge receipt of this Addendum. This addendum forms a part of the Contract Documents and
modifies them as follows:

DRAWINGS

A2.1: SHEET G-001: TITLE SHEET:
REPLACE this section in its entirety.

A2.2: SHEET : A-101, FIRST FLOOR PLAN:
1. Header above Office 101 has been DELETED .
2. Detail 6D A-501 has been DELETED.
3. Keynote 9 has been DELETED.
4. Height of walls in Office 101 has INCREASED in height to 10-6". Refer to Section B 2/ A-301.

A2.3: SHEET : A-301, SECTIONS:
1. Office 101 Walls has been INCREASED in height to 10’-6".
2.  Keynote 7 has been ADDED for clarification.

A2.4: SHEET : A-501, INTERIOR DETAILS:
1. Detail 6D has been DELETED.

ATTACHMENTS:
G001,A101, A301 & A501, 4 pages

expires 12/31/2018
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Orcutt |Winslow Project 2016_430 AZ TechCelerator, General Sheet G-001 title sheet was plotted by Liz Graves on Monday, October 16, 2017 at 3:41 PM; file found at BIM Server: ed.bimserver - BIM Server 21/Special Projects Studio/16_430_City of Suprise_Techcelerator

DEFERRED SUBMITTALS

Per IBC 107.3.4.1 DEFERRED SUBMITTALS
Documents for Deferred Submittal items shall be submitted to
the Registered Design Professional in Responsible Charge,
who shall review them and forward them to the Building Official
with a notation indicating that the Deferred Submittal
Documents have been reviewed and been found to be in
general conformance to the design of the building. The
Deferred Submittal items shall not be installed until the design
and submittal documents have been approved by the Building
Official.

FIRE PROTECTION
Fire protection systems to be approved by City of Surprise Fire
Department and Development Services Department.

Fire Alarm System: Provide shop drawings, separate permit
submittal, and permit fees for the fire alarm system
modifications in the building. Agency review and separate
additional permit may be required prior to starting any work on
the fire alarm system.

Fire Sprinklers System: Provide shop drawings, flow testing,
separate permit submittal, and permit fees for the fire sprinkler
system modifications in the building per NFPA-13. Provide one
copy of permitted drawings to Architect. A separate additional
Permit may be required prior to starting any work on the fire
sprinkler system.
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A. Do not scale drawings. Rely only on Architect's written
dimensions.

B. Typical details may not necessarily be cut on plans, but apply
unless noted otherwise.

C. All'work and material shall be regarded as new unless
specifically indicated as “existing” or “(e)” on the drawings
and/or within the specifications.

D. Contractor shall coordinate all trades and methods of
construction as required for completion of the project with the
intent of these documents.

E. All materials and unfinished surfaces exposed to view shall be
painted unless factory prefinished, noted otherwise, or directed
by the Architect.

F. No utilities, plumbing, piping, conduit, etc. shall be exposed
without the written approval of the Architect.

G. Should dimensions be missing or conflicting, notify Architect
prior to proceeding with related work.

H. Contractor shall verify locations of utilities prior to excavating,
trenching, etc. and shall repair or replace utilities damaged as a
result of construction.

I.  Contractor shall be responsible for all temporary shoring and
bracing required during construction.

J.  Security and safety are the Contractor’s responsibility. Site
shall be completely fenced and secured during construction.

K. No asbestos shall be used or incorporated into the project in
any form.

L. Separate dissimilar metals as they occur and/or per
manufacturer’s recommendations.

M. Apply sealant at intersections of all dissimilar materials.

TYPICAL SYMBOLS LEGEND

Provide alternate cost breakouts in bid per specification Section 012100.

Base Bid: Base Bid to include the tenant improvements for
Gridlines 1 thru 4, A thru E and all utility (MPE) work outside
theses gridlines to affect a complete operating office space.

A Alternate #1 (Additive): Bid no longer needed.
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FLOOR PLAN GENERAL NOTES:

6 2929 n central ave
, A. Keynotes and legends are typical for all floor plan sheets, and may not apply

eleventh floor
phoenix az 85012
mail@owp.com

to each sheet.
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columns, unless noted otherwise.
602.257.1764 t
C. See enlarged floor plans and details for specific locations of plumbing 602.257.9029 f
fixtures.

, . . : . - . www.owp.com
D. Field verify all dimensions prior to fabrication of any cabinetry, frames, P

structural items, etc.

— e e L
% E. Provide painted access panels in walls and ceilings at concealed items,

such as valves, shock absorbers, controls, switches, etc., and any other

items that may require access. It is the Contractor's responsibility to
determine access panel locations.
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| F. Seal all penetrations in fire rated assemblies as required by all applicable
Eb codes. Permanently label all penetrations and assemblies.
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G. Verify and coordinate all requirements for owner furnished items, prior to
i performance of any work that is to accommodate and interface with such
items.
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A L. Tactile exit signs shall be provided adjacent to each door to an exit
passageway, and the exit discharge. Tactile Signage to be designed in
accordance with 2009 ICC / ANSI A-117.1 section 703; includes both
raised lettering and Braille.
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SECTION GENERAL NOTES:

[ A.  Suspended materials shall be attached to structure with tested connectors

L ‘ — — — — —— for tension or shear condition at frequency to support load applied.

602.257.1764 t
602.257.9029 f

B. Insulation shall be continuous at the roof plane and shall lap wall insulation.

A 7. Drop ceiling, refer to reflected ceiling plan.
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